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Calibration :

1. Apply a pulse of 0% input
to terminals 1 and 2.

2. Adjust OUTPUT ZERO until
output signal is 4 mA.

3. Apply a pulse of 100% input
to terminals 1 and 2.

4, Adjust OUTPUT SPAN until
output signal is 20 mA.

5. Rereat procedure starting
until output signal
is correct.
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Range Selection:

To select one of the pulse duration signal ranges,
jumpers on header H1 must be placed as follows:

Jumper (H1)
Range
0 1 2
0-13.33 Sec. open open open
3-12 Sec. closed open open
6.66-12 Sec. open closed open
1-4 Sec. closed | closed open
6.66-13.33 Sec. open open closed
0-7.5 Sec. closed open closed

To change jumpers, disconnect power from unit
(if possible, but not necessary) and remove cover
plate. Locate 8-position header strip as shown in

Detail A and place jumpers according to above

table.

If power was not turned off during jumper change,

allow at least three cycle times

for the unit to

adjust before making further adjustments.
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